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PIPE BEDDING

TRENCH
WIDTH AS
REQUIRED

POUR CONCRETE — TRENCH
AGAINST BOTTOM
UNDISTURBED SOIL SECTI

MAINTAIN 3" MIN. CLEARANCE

ON

#5 REBAR FORMED INTO Z-BEND

UNDERGROUND PVC OR ABS
. SOCKET CLAMP GRAVITY PIPE
WUV~
TRENCH
WIDTH
COMPRESSIVE STRENGTH
PCC THRUST BLOCK AGAINST

UNDISTURBED EARTH BEARING AREA

PLAN ON BOTH SIDES OF PIPE

NOTE:
This detail is required only when pipe slope is 20% or greater.

City Of Beaverton

MINIMUM ANCHOR SPACING,
SLOPE CENTER TO CENTER
0.20-0.34 35 feet
0.35-0.50 25 feet
15 feet
0.51+ or concrete encasement
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